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GENERAL NOTES

1.

ALL CONSTRUCTION SHALL CONFORM TO THE CITY OF ALBANY STANDARD CONSTRUCTION SPECIFICATIONS AND ASSOCIATED STANDARD DRAWINGS. THE CURRENT VERSION OF THE CITY OF ALBANY STANDARD

CONSTRUCTION SPECIFICATIONS CAN BE FOUND ON THE CITY'S WEBSITE AT WWW.CITYOFALBANY.NET.

2.

3.

4,

UTILITIES SHOWN ARE FOR REFERENCE ONLY. FOR A FIELD LOCATE, CALL THE UTILITIES NOTIFICATIONS CENTER AT 1-800-332-2344.
OPERATING ACCESS FOR CITY MAINTENANCE PERSONNEL TO EXISTING AND NEW WATER VALVES AND MANHOLES SHALL BE CONTINUOUSLY MAINTAINED BY THE CONTRACTOR DURING ALL CONSTRUCTION ACTIVITIES.

CONTRACTOR SHALL VERIFY ALL EXISTING PIPE ELEVATIONS, PIPE DIAMETERS, AND PIPE MATERIALS AT CONNECTION AND ABANDONMENT LOCATIONS PRIOR TO CONSTRUCTION. ANY DISCREPANCIES SHALL BE

REPORTED TO ENGINEER PRIOR TO BEGINNING WORK.

5.

ATTENTION: OREGON LAW REQUIRES YOU TO FOLLOW RULES ADOPTED BY THE OREGON UTILITY NOTIFICATION CENTER. THOSE RULES ARE SET FORTH IN OAR 952-001-0010 THROUGH OAR 952—-001-0090. YOU

MAY OBTAIN COPIES OF THE RULES BY CALLING THE CENTER. (NOTE: THE TELEPHONE NUMBER FOR THE OREGON UTILITY NOTIFICATION CENTER IS (503) 232-1987).

6.

CONTRACTOR SHALL BE RESPONSIBLE FOR PROPER INSTALLATION AND MAINTENANCE OF ALL EROSION PREVENTION SEDIMENT CONTROL (EPSC) MEASURES IN ACCORDANCE WITH LOCAL, STATE, AND FEDERAL

REGULATIONS UNTIL ALL CONSTRUCTION IS COMPLETED AND APPROVED BY THE CITY OF ALBANY, AND VEGETATION/LANDSCAPING IS ESTABLISHED. FOR GUIDANCE, REFER TO THE CITY OF ALBANY EPSC MANUAL
WHICH CAN BE FOUND AT www.cityofalbany.net.

7.

8.

ALL WATER SERVICE LINES SHALL BE HDPE. SEE SPECIAL PROVISIONS.

MINIMUM BENDING RADIUS FOR HDPE PIPE SHALL BE 25 TIMES THE OUTSIDE DIAMETER.
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/ STA A3+04.91 L32.28 AFTER ACCEPTANCE OF NEW
STA_AQ+07.72 17.52 (APPROX) ABANDON EXISTING WATER LINE. INSTALL 8" MJ X 4" FLG D.l. TEE. . R e Oy RANT.
REMOVE EXISTING 12" MJ PLUG. INSTALL SEE SPECIAL PROVISIONS. AFTER ACCEPTANCE OF NEW WATER LINE, : PROVIDE FIRE MYDRANT TO
3" LONG 12" D.l. PLAIN END SPOOL AND INSTALL B”X4"” CONNECTION ASSEMBLY. SEE . CITY FOR SALVAGE. v b
12" MJ BUTTERFLY VALVE (N). DISINFECT.| 2301 ROBIHOOD LN STANDARD DRAWING NO. 511, DETAIL A. — nu .
ALL COMPONENTS PRIOR TO INSTALLATION. ~: } - m Zl2isle |nlml 1!
AFTER ACCEPTANCE OF NEW WATER LINE, LN e Db ; 2300 SQUIRE ST : o o B B 4
REMOVE EXISTING 8” FLG X MJ GATE  \~ RESTORE PAINTED B" WHITE oLl qE3d |2
VALVE FROM EXISTING 12" MJ X 8" FLG, / BICYCLE LANE STRIPE AND PAINTED I o, \ v e N 0
» . ¥ 3 R S g , . = - ..
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! g TEE. INSTALL STANDARD FIRE % > § 8
’ N AN \ NN INSTALL STANDARD 1" SERVICE ASSEMBLY. SE HYDRANT ASSEMBLY (W). SEE
+ BN RN S STANDARD DRAWING NO. 504. 3
DEFLECT PIPE TO TRANSITION TO \\ / b \\] STANDARD DRAWING NO. 507. (2) TYPICAL THIS SH}EET’:’» INSTALL 2'X2'X6” CONCRETE ) 7] =
A A N4 COLLAR AROUND FIRE HYDRANT SIG) E
\ 25&3\1 CROCKER L1y . STA AZ+04.80 L8.00 2653 CROCKER L AS DIRECTED BY THE ENGINEER.
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"
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THE END OF EACH WORKING DAY FOR ALL TRENCHES ON W Ok : = S
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STA A5+46.20 1B.00 .
INSTALL 12"X8" D.l. FLG TEE STA A6+74.00 18.00
ABANDON EXISTING WATER LINE. INSTALL 12” FLG X MJ BUTTERFLY VALVE (N) INSTALL 12" MJ X 10" FLG D.. TEE
SEE SPECIAL PROVISIONS. INSTALL 12" D.\. FLG X MJ ADAPTER (S) INSTALL 12" MJ PLUG AND TEMPO(RA)RY BLOWOFF (N) v kv
STALL B” FLG X MJ GATE VALVE (E INSTALL 12”X10” CONNECTION ASSEMBLY (W). SEE STANDARD nwn .
I INSTALL 87 FLG X MJ GAT ) DRAWING NO. 511, DETAIL A. DO NOT INSTALL POLYETHYLENE 2= |ulE
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\ NOTE: SEE SPECIAL PROVISIONS FOR . STA_B3+79.86
o B0+95.85 R7.00 TO B2+ 6.93 TEMPORARY TRENCH PATCHING | DEFLECT PIPE TO MINIMUM 30’
_YTA—&Z__I_LZJAJ_B__ REQUIREMENTS ON MEADOW WOOD DRIVE.
250" RADIUS CURVE. SEE CURVE TABLE. : RADIUS TO MAINTAIN ALIGNMENT do
vy W .
9247 MEADGY VODD DR 2125 WEADGY WOOD DR, 22 = o |ulz| 1]
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CONSTRUCT 8" X HDPE WATER LINE

AR
ABANDON EXISTING WATER LINE.”
SEE SPECIAL PROVISIONS.

9950 MEADOW WOOD DR. 2130 MEARON WOOD DR, | E
INSTALL 1” PRIVATE SERVICE LINE BETWEEN . . By By
NEW METER AND EXISTING PRIVATE SERVICE, " : 2070 MEADOW VIGOD DR. =, = Z
TYPICAL. SEE SPECIAL PROVISIONS. INSTALL STANDARD 1" SERVICE ASSEMBLY. SEE LTJ (7o)
X STANDARD DRAWING NO. 507. (5) TYPICAL THIS SHEET. 2% [~
. ! ; E ) =05
STA_BO+95.85 R7.00 (APPROX) | ' CURVE TABLE N =~
INSTALL 8"X6” HDPE TEE WITH 6” HDPE MJ ADAPTER (S). | ; ~ S
INSTALL STANDARD FIRE HYDRANT ASSEMBLY (E). SEE . CURVE | RADIUS | LENGTH | CHORD LENGTH | CHORD DIRECTION| & M & &
STANDARD DRAWING NO. 504. INSTALL 2°X2°X6"” CONCRETE | o7 | 25000 | 81277 | eosr s79 13 0o'E | 18,65 Ay K
COLLAR AROUND FIRE HYDRANT AS DIRECTED BY THE ENGINEER. ! . . d 1 L‘Q A E
N D E
BO+00 l B1+00 B2+00 B3+00 B4+00 E E Q (|
STA BO+48 | : ' - . . . ) >
167 AC, WATER— . o STA BOeBY Q m Q Lﬂ
: VERIFY | : —FIBER QFTIC B B S
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: DT : E : : : : E : NOTE: VERIFY DEPTH AND LOCATION OF 2 N
: + : STA B0468 - : : : : : : : ALL: UTILITIES AHEAD OF WORK AND ' =
: GRADE BREAK : TEL: DUSTS ™~ : : : : : : : REPORT ANY coumms T0 THE ENGINEER. S
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P RN IR O :A-lNSTALLTWO 8". HDPE.; 45" .BENDS . ]'0 PASS RS e IEEEREE o e [N e Serera e e R RN T Paeeaa i e
: : ' : . UNDER EXISTING 10" ASBESTOS CEMENT WATER: STA g‘”'{g@ o D28 LT : : : : : : : :
LINE. MAINTAIN MINIMUM 6" CLEARANCE BETWEEN VERIFY i N
PIPES. VERIFY DEPTH AND LOCATION OF EXISTING : -~

UTILITIES PRIOR T0 FUSING PIPE AND FITTINGS.

BA470 N
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STA D347 - ~ : : EXPIRATION DATE: 12/31/2017
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REMOVE EXISTING 18" CMP AND INSTALL NEW 18"
STA B5+78.96 124.9 SANITITE HP STORM DRAIN. S=-0.025 | i
BEVEL END OF PIPE TO MATCH FACE OF SLOPE. INSTALL 6” MINIMUM ¢
CONCRETE COLLAR ON END OF PIPE AS DIRECTED BY THE ENGINEER. ng | @ 1
R IE 187 SANITITE HP (S) 243.47 | INSTALL 1" PRIVATE SERVICE LINE BETWEEN 3 é .
¢ SIA EIS+35 87 R9.41 TO B6+29.69 R7.0 NEW METER AND EXISTING PRIVATE SERVICE = 0| >l
59 R7.09/ : TYPICAL. SEE SPECIAL PROVISIONS. ' W | i)
qe T (o
0 o <} n
SEeM |>
STA B6+24 TO B8+90 I N T
BONNEVILLE POWER ADMINISTRATION d el UL
EASEMENT. SEE SPECIAL PROVISIONS A4 .
FOR PERMIT AND SAFETY REQUIREMENTS. g |&
=g bl b -
Luf 02| ) <€ -
a|n|o|a o
AFTER ACCEPTANCE OF NEW WATER
LINE REMOVE ABANDONED FIRE A\
HYDRANT AND VALVE BOX. PROVIDE . ¢~ \ .\~
STA B6+02 (APPROX) FIRE HYDRANT TO CITY FOR_SALVAGE. ..~~\"
INSTALL 8"X6" HDPE TEE. " : o
INSTALL STANDARD FIRE :
HYDRANT ASSEMBLY (S). SEE
) STANDARD DRAWING NO. /v /% /i 0%, 7% O Upeaglyd ], S T
JEADOY WOOD DR.
2070 MEADDY 504.INSTALL 2°X2'X6” CONCRETE E
» COLLAR AROUND FIRE HYDRANT
INSTALL STANDARD 1" SERVICE By -
ASSEMBLY. SEE STANDARD DRAWING | AS DIRECTED BY THE \FN’GINEEDE; > = =
NO. 507. (3) TYPICAL THIS SHEET. ! 1960 MEADOW/ W/0OD DR N =© =
| PROTECT EXISTING TREE g 8 ﬁ =
STA B6+32,19 R40.47 25
BEVEL END OF PIPE TO MATCH FACE OF SLOPE. INSTALL 6" MINIMUM B~ E =~
CONCRETE COLLAR ON END OF PIPE AS DIRECTED BY THE ENGINEER. STA BE416.58 R1.20 10 BB+4B.3 % > NS 3
i 187 SANITITE WP (N)=241.39 100° RADIUS CURVE. SEE CURVE TABLE. Al R B E
NOTE: SEE SPECIAL : CURVE TABLE e
I;ERS\P/:)SION$ '}I:lgENCH CURVE | RADIUS || LENGTH | CHORD LENGTH | CHORD DIRECTION [ A S D E
ReR ca |250.00'] 8o76' |  s9.28' 5T 45' 16"E | 2057 " L. ABANDON EXISTING WATER LINE. INSTALL 1" COMBINATION g %
PATCHING REQUIREMENTS | ) O I W NS s
ON MEADOW WOOD DRIVE. co [100.00' 32200 [ 324 seo 27 52 |18.50° | STA B7+31.10 R1.01 TO B7+63.18 R0.03 I . AIR/VACUUM RELEASE o=
100* RADIUS CURVE. SEE CURVE TABLE. 3 VALVE. SEE STANDARD S N QR
€10 | 100.00') 32.28° 32,14 S78° 57° 36"E | 18.50° l N DRAWING NO. 509. qu S [
| J \ == | ST
B5+00 B6+00 B7+00 B8+00 B9+00 SRT) B
=& | 55
\.\.\.\.‘..... ............ i i S S S T TR L R T R R R T E o S O R L B R LR &‘ %g
: : : : : STA Be+gg T0 58+90
L : : QSEEUT‘{ﬁ%'g REE;'; g’;”w'b%‘,’(“,{g'; OF : : ; BONNEVILLE POWER : ADMINISTRATION EASEMENT NS
A : : = : ; : SEE SPECIAL PROVISIONS FOR PERMIT . g B
“ : : | REPORT: ANY CONFLICTS TO THE :ENGINEER. : : : : "~ AND, SAFETY. REQUIREMENTS : ,,Q\ N
U : : : : B =
2| 3%
iY = )
S =
........ g"AgMgﬁﬁg«m P T O I R I I I S R R IO
: : 7 ey s:ffc: VN
RADE BREAK
e NTUEN e e GTA T AR e T.Q.P.-:Z.:’f?.(?.-”..i .......................

GRADE

1.0.P.=246.21

E? i Chp’ sTomM : E } : 'NOTE: EXISTING WATER SERVICE A
NEW 18" n:mmﬁz Hp smmg : : : LINES ARE NOT SHOWN ON PROFILE.
1E=242,45% AT 87 HDPE . . : n : N

BREAK

N : :
STWG. (,\m\l\“‘r‘ W : : | T.0.P.=248.28
j\\fo A . . . :

. STA 6+40,0
~GRADE BREAK OPO‘%[!T{; 5?5:?3
| T.0.P.=245,03

VERIF‘( .

STA_9+35.00
GRADE BREAK
T.0;P.=246.52

S5Th Bo+72%
:0 4" 58
VERIFY
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POWER— "~

. VERIFY “"’“\\

AFTER ACCEPTANCE OF
NEW WATER LINE, REMOVE
ABANDONED VALVE BOX

2” CABLE TV ___
3.18'% TO T.0.P,

STA CO+80. 00 0. 00 0
CONSTRUCT CONCRETE THRUST
COLLAR WITHIN 10" OF
BLOWOFF. SEE STANDARD
DRAWING NO. 501.

REMOVE EXISTING 18" CMP AND INSTALL NEW 18" STA B11+45 (APPROX) STA_B13+79.54 13,00

SANITITE HP STORM DRAIN. S=-0.025 Wy R INSTALL 4" MJ ADAPTER AND 4" D.l.
. INSTALL 8”X6" HDPE TEE.

3133594-85,&0 127.90 ] INSTALL 8”"X4" HDPE REDUCER (N) MJ CAP WITH ANODE. INSTALL

CONNECT TO EXISTING CATCH BASIN. " STANDARD BLOWOFF ASSEMBLY.| SEE
18" SANITITE HP (SE)=245.69 INSTALL 67 HDPE M) ADAPTER AND STANDARD DRAWING NO. 508,

STANDARD FIRE HYDRANT ASSEMBLY (W). | y
{STA B9+92.09 RO.33 TO B10+09.49 R3.04 SEE STANDARD DRAWING NO, 504, INSTALL STA_B3+70.00 13,00 V51 HEADOY 400D D .
L L ’ ” ALY 0
§o RADIUS CURVE. SEE CURVE TABLE. 2'X2°X6" CONCRETE COLLAR AROUND FIRE CONSTRUCT CONCRERE TR aorsaR, L/

\ I/ )\ 1880 MEADOW WOOD DR, HYDRANT AS DIRECTED BY THE ENGINEER. SEE STANDARD DRAWING NO 501.

1863 MEADOW WOO0D DR,

)
RETANING WAL |

1878 HEADOW WOOD DR,

;=== RETAINING-WALL-<

A5

1 27 TEL l SEE SPECIAL P ROV‘ISIONS. 1820 MEADOW WOOD DR,
/ i, 2.30°% TO T.O.P. : _
ns EXISTING METER SERVING | 1644 HEADOVW V/OOD DR, |

X 3\/—1868 MEADOW WOOD DR. : :
| INSTALL STANDARD 1" SERVICE ASSEMBLY. SEE

1858 MEADOW WOOD bR,

C INSTALL 1" PRIVATE SERVICE LINE BETWEEN
STA B10+17.46 R5.79 NEW METER AND EXISTING PRIVATE SERVICE,
STA C0+00.00 RO.00 TYPICAL. SEE SPECIAL PROVISIONS,

INSTALL 8”X8” HDPE TEE. if‘ A4 ‘ AN
INSTALL 8” MJ GATE VALVE WITH B” HDPE MJ ADAPTERS (N) N A\
INSTALL 8”X4" HDPE REDUCER (E) |

INSTALL 4” MJ GATE VALVE WITH HDPE MJ ADAPTERS (E)
ABANDON EXISTING WATER LINE.

EXISTING METER SERVING : STANDARD DRAWING NO. 507. (12) TYPICAL THIS SHEET.

b

21 =l <ol >l
= im

Yo gl

MxlTIQ O

0o o] <0 f 7

iy o & |8

aojo |

4 IN O}

ddale |Ez[i]]]

5 I

of .8

§§¥ v

OIZ| O} wl
<[~ =

Lz |1l

[ =E=] a

1870 MEADOW WOOD DR. | | |
| CSURVE TABLE [
STA C0+89.55 R0.00 | curve | Rapius [ LEneTH ] cHorp LencTH [ cHoro piRecTion] & | ?glIIEOI?AEFEY L RO N> FOR
INSTALL 4” MJ ADAPTER AND 4" D.l. MJ CAP ! , s 60’ ' o7® 28 REQUIREMENTS ON MEADOW WOOD DRIVE.
WITH ANODE. INSTALL STANDARD BLOWOFF off | so0o’| 1770 | 1760 576" O4' 07" | 2028 : e
ASSEMBLY. SEE STANDARD DRAWING NO. 506. | | [
B11+00 B12+00 B13+00 B14+00

¢ . . . . : : . -
NOTE: VERlFY DEPTH AND LOCATlON OF : : : : -
ALL UTILITIES AHEAD OF WORK AND : : : : : : : e
: : : REPORT ANY CONFLICTS TO THE ENGINEER. : : : : : : : ) - :
[ e e e [N S e e e e e e T R R STA. B%E’; Bk
: : : : . : : : : 2% POVER

VERIFY

i STA.B104+12.50 R23.42 ....00........... s : ; : ; : ; e T
: BEVEL END OF PIPE TO MATCH FACE 'OF 'SLOPE. : ; : : : : ) : STA Bi24
(A INSTALL 6" MINIMUM CONCRETE COLLAR GN END : : : : : P : Umg, v
OF 'PIPE AS DIRECTED BY THE ENGINEER.: : : : : : - : VEREY. ()
; 18” SANITITE. HP (NW)=245, 24 : : : ' LT
P B T T S I I P ....... / ........................
: oS :
. a0 Do | o
1 e o oS, Shvee:
: . STA B 1464 5 : g : : : : : : :
.............................................................................. Paeaees ¥ .......'..‘_.?n.-wl......ﬂ,!.«.........' g IR R R R R R R T Ty R R S S LR
P 160" w T.0.P. - : o U2 sewen : : : :
STA_10+00.65 P VERIFY  +
'GRADE BREAK :
T 2B A T N e
e s : : NOTE: 'EXISTING WA'I'ER SERVICE:
Ospamivese © | LINES ARE NOT SHOWN ON PROFILE.

............

: S 18" CUP STORM
: {E=245.002 AT

STA DOB5 :
TEL AND POVER
VERIFY

8" HOPE

VERIFY

ENGINEERING SERVICES

=
%
Ay
é
:
by
S
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WL-16-04, MEADOW WOOD DRIVE WATER LINE
MEADOW WOOD DRIVE WATER LINE REPLACEMENT
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i
/ INSTALL 4” BLOWOFF

i
| ABANDON EXISTING WATER LINE. SEE A S e N, o

SPECIAL PROVISIONS. NO VEHICLE ACCESS
TO THIS SEGMENT OF EXISTING WATER LINE.
i
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CEER NN
_____________ ; i 4o [o]
T / N ] ! ddala %!
4 i ol
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[ P oo N / f ' BROADWAY STREET BLOWOFF ASSEMBLY INSTALLATION DETAIL OF ol | |u
_—— Ji ’ LG
/ \ S | NOT TO SCALE EEEEEEEUUL
/ \ //' ,'
/f “\\\N\ \\ // ,
i ‘\""\.\ iy < §
f T~ N I
/ e, Y |
/ ~// 1)) |
/T S/ Ay E 0 50 joo 200
/ . — | / Vs REMOVE SEGMENT OF 12” D.l WATER
/ S 3 / LINE AS NEEDED TO INSTALL BLOWOFF
/ ) / ASSEMBLY. ABANDON WATER LINE (N).
e — REMOVE ABANDONED SEE SPECIAL PROVISIONS.
/T R VALVE BOX

REMOVE ABANDONED
VALVE BOX

-

8’ MIN. WITH NO
INTERMEDIATE  JOINTS

g0
PUBLIC WORKS DEPARTMENT
ENGINEERING SERVICES

INSTALL STANDARD 4" BLOWOFF
ASSEMBLY ON EXISTING 12" D.l
WATER LINE. SEE DETAIL THIS SHEET.

WL-16-04, MEADOW WOOD DRIVE WATER LINE
BACK LOT LINE WATER LINE ABANDONMENT
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| l
| |
| l
I |
| |
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!l 2 ! X ] P
I | w |
|
| | =
i | | = [ PRIOR TO INSTALLATION OF
T - o BLOWOFF ASSEMBLY, INSTALL
“ ’ g-:rj [ CONCRETE TRUST COLLAR. SEE
P STANDARD DRAWING NO. 501.
]E |
ld |
| |
' |
b
o
N
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FIRE HYDRANT DITCH CROSSING DETAIL
NOT TO SCALE

CONSTRUCT 2" MINIMUM THICK ASPHALT
APRON IN FRONT OF FIRE HYDRANT AS
MARKED IN THE FIELD BY THE ENGINEER.

INSTALL 8° MINIMUM LONG REINFORCED
CONCRETE PIPE SEGMENT IN DITCH
CENTERED ON FIRE HYDRANT. USE SELECT
BACKFILL. 12" DIAMETER UNLESS OTHERWISE
SHOWN ON THE CONSTRUCTION DRAWINGS.

NEW 6” WATER LINE

A e e A 4

EXISTING ROAD

WATER SERVICE DITCH CROSSING DETAIL
NOT TO SCALE

METER BOX LOCATION VARIES

LIRS
N

.. | .lj E‘Elﬁl::-‘
. l

\J

EXISTING DITCH R
Y

DEFLECT SERVICE LINE TO PROVIDE
MINIMUM 2’ COVER UNDER DITCH.

NEW WATER MAIN SEE STANDARD DRAWING NO. 507.
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CROCKER LN.

BEGIN 3” ASPHALT PAVEMENT RESTORATION AT
EAST EDGE OF PAVEMENT ON CROCKER LANE

INSTALL 12’ LONG 12" WIDE
WHITE THERMOPLASTIC STOP BAR
AS DIRECTED BY THE ENGINEER

CONTINUE 3" ASPHALT
RESTORATION PAST DRIVEWAY
APPROACHES, TYPICAL

NOTE: WORK ON THIS SHEET SHALL ONLY
BE PERFORMED IF DIRECTED BY THE
ENGINEER IN—LIEU-OF 2” ASPHALT TRENCH
PATCHING, SEE SPECIAL PROVISIONS.

' /
/
/
/
/
/ /
/
ADJUST MANHOLE TO §
FINISH GRADE. (7) TYPICAL. &
fﬁ)/ 5 &
L'::; & é&
lf)J
¥,
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a
G 8,
ey © S B,
5/ § 4
/
/
/
N\ g o8, g8
/
/
/
// °
/ |
/ é:‘ ey o 6B 0O
/ & R
/ I
/ .
/ ADJUST VALVE BOX TO
/ g FINISH GRADE. (9) TYPICAL.

& g R

/ / ;8 gegl

EXTEND 3” ASPHALT
PAVEMENT RESTORATION
TO EDGE OF CUL-DE-SAC

EXTEND 3" ASPHALT
PAVEMENT RESTORATION
TO EDGE OF CUL-DE-SAC

REVISIONS

C. CERKLEWSKI
NO:

6/13/2016

DESIGNED: C. CERKIEWSKI

DRAWN:
CHECKED: G. GRAHAM

DATE:
DATE:

TYPICAL 3”

ASPHALT PAVEMENT RESTORATION CROSS SECTION

NOT TO SCALE

PUBLIC WORKS DEPARTMENT
ENGINEERING SERVICES

U e
/

Ll

WL-16-04, MEADOW WOOD DRIVE WATER LINE
MEADOW WOOD DRIVE ASPHALT PAVEMENT RESTORATION

| VARIES
22" TYPICAL
3” OF %" WARM MIX
ASPHALT PLACED IN REGRADE EXISTING GRAVEL
¢ ONE LIFT

-

- SLOPE YARIES

3” COLD PLANE PAVEMENT
REMOVAL FULL WIDTH OF ROADWAY

EXISTING GRAVEL SHOULDER
AND DITCH, TYPICAL

SLOPE vARIES .,

SHOULDER AS NEEDED TO RESTORE
/SMOOTH TRANSITION, TYPICAL

EXISTING PAVEMENT SECTION;
2" TO 3" ASPHALT PAVEMENT OVER

12" CRUSHED AGGREGATE BASE

2'

OVEREXCAVATION AND FOUNDATION
STABILIZATION AS DIRECTED BY THE
ENGINEER, PLACE GEOTEXTILE FABRIC AT
BOTTOM OF EXCAVATION.
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